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NOTES:

(THIS SHEET ONLY)

(1) SLOPE PIPE UP.

(2) OFFSET PIPE DOWN UNDER DUCT.

(3) RELOCATE VARIABLE VOLUME BOXES AS NECESSARY FOR NEW PIPING.

(4) OFFSET 6" DUCT DOWN AS LOW AS POSSIBLE TO ROUTE NEW PIPING
TO CHASE. COORDINATE THE SCOPE OF REMOVAL AND OFFSETTING OF
DUCT FOR NEW LOCATION OF NEW PIPING.

(5) TRANSITION 20X12 TO 14X13 IN MECHANICAL ROOM.

@ ROUTE 3" STEAM PRV VENT PIPE TO OUTSIDE OF BUILDING WITH WALL
CAP AND BIRD SCREEN.

@ ROUTE 2" CONDENSATE PUMP VENT PIPE TO OUTSIDE OF BUILDING
WITH WALL CAP AND BIRD SCREEN.

4" STEAM CONDENSATE RETURN PIPING DOWN.
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ENLARGED SECOND FLOOR MECHANICAL ROOM
PIPING PLAN — MECHANICAL

ENLARGED SECOND FLOOR SUPPLY
DUCTWORK PLAN — MECHANICAL

ENLARGED SECOND FLOOR RETURN AND
EXHAUST DUCTWORK PLAN — MECHANICAL
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